Commissioning Site Visit

Date: October 25, 2012

Project: Independence Park Main Library Baton Rouge, Louisiana

Date Visited: October 25, 2012

OBSERVATIONS

1. HVAC piping and ductwork including duct insulation, Plumbing and Sprinkler piping installation is continuing.
2. Three air handling units on the 2nd floor are not protected. Supply air and return air opening are to be protected at all time. Protect air unit cabinets from overspray during fire proof material application phase.
3. Not all pipe taps and ends of piping on HVAC, Plumbing, and Sprinkler piping are being protected.
4. Various stored materials are not being protected.
5. Styrofoam drink cup inserted in a sewer vent line is not an approved method for protecting open pipe ends. Provide approved temporary methods to protect open end of pipe.
6. Plug or cap connection openings on the expansion tanks.
7. Refer to pictures attached.

Picture 1
Observations made by Michael Perkins – Thompson Building Energy Solutions, LLC