Commissioning Site Visit

Date: September 27, 2012

Project: Independence Park Main Library Baton Rouge, Louisiana

Date Visited: September 20, 2012 and September 27, 2012

OBSERVATIONS

1. HVAC piping and ductwork installation is continuing, including duct insulation. There is to be a pressure test on two runs and is scheduled for Wednesday, October 3, 2012.
2. Not all pipe taps and ends of piping on HVAC, Plumbing, and Sprinkler piping is being protected.
3. Various stored materials such as valves, piping, etc. are not being protected.
4. Mechanical equipment concrete housekeeping pads have been installed on the 2nd floor.
5. Refer to pictures attached.

Picture 1
Observations made by Michael Perkins and recorded by John P. Thompson – Thompson Building Energy Solutions, LLC