GENERAL COMMENTS:

- The roofing manufacturer's representative, roofing installation company, GC and Architect walked all of the project's roofs together to review the impact the structural event had on the installed roof.
- The roofing manufacturer will be making a recommendation as to the work to be done to maintain the specified warranty.
- Painters are back in the building sanding and priming the fire stairs, demo sheet rock repairs,
- Ceilings are going back in in some areas
- Duct work has been getting repaired.
- Electricians have been working on base contract work. Low voltage work.
- Plumbing and hot water heaters have been going in,
- Airtrol is on standby to do grills once B&L is ready for them
- Plaster is being reworked now at the 4th floor.
- FL Crane has the new soffit material in for repairs.
- French drains are in for the in-ground lights.
- 4th floor work has been stalled out a bit, regarding the Joist deck and roof repairs.
- Millwork will start back up next week.
- More millwork, 1st floor reception counter was delivered.
## Observations

<table>
<thead>
<tr>
<th>Item</th>
<th>Remarks</th>
<th>Discussion</th>
<th>Photo</th>
</tr>
</thead>
<tbody>
<tr>
<td>038C-001</td>
<td>The gantry Jacks have been completely removed.</td>
<td></td>
<td><img src="image_url" alt="Image" /></td>
</tr>
</tbody>
</table>

**Space:**

**Subject:** Gantry Jacks

**Category:**

**Reference:**